Bureau of Environmental Quality
Public Water Supply Stage Il Trihalomethanes (THM) Sampling Report

Westchester Joint Water Works 2026 Date of Sampling: 4/23/2026
Name of Public Water Supply 2nd Quarter Period Time of Sampling: 0710 Through 1025
Trihalomethanes (THM) Disinfection Station Sampling Locati Disinfection S pling L Disinfection $ Sampling L s Disinfection Station Sampling Locations
1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16
Bromodichloromethane (ug/L) 4.82 2.83 3.26 4.14 3.17 2.36 3.32 a2 VI I e I i i i i
Bromoform (ug/L) 0.00 0.00 0.00 0.00 0.00 0.00 0.00 Q.00 Y/ i i e T i i i
Chloroform (ug/L) 47.20 24.30 28.10 37.90 27.30 17.70 26.50 36.70  \/iininir i RN e Y i i i
|Dibromochloromethane(ug/L) 0.00 0.00 0.00 0.00 0.00 0.00 0.00 (X R T e T
NN IR NN ORI T g i i
W T I T T I i i
[T THTEn - I L iy i il it
VL e e i
Total Trihalomethanes (ug/L) 52.020 27.130 31.360 42.040 30.470 20.060 29.820 40.820
Total Trihalomethanes (mg/L) 0.052 0.027 0.031 0.042 0.030 0.020 0.030 0.041
Sampling Address of Sampling Location / 2nd Quarter 2026 1st Quarter 2026 4th Quarter 2025 3rd Quarter 2025 Current Four Quarter Rolling Average
Location (Sample Collection Point) Cl2 Residual (mg/L) THM (mq/L THM (mg/L) THM (mg/L) THM (mg/L) THM (mg/L)
1 250 Westchester Ave
(Hydrant P-14) 0.46 0.052 0.026 0.038 0.043 0.04_0
2 12 Beverly Rd
(Hydrant No. 3577) 0.98 0.027 0.015 0.022 0.027 0.023
S . S . —
3 Hyatt House 101 Corporate Park Drive
(Kitchen Sink) 0.68 0.031 0.014 0.026 0.063 0.034
S e  ——  ——— ———
1490 Old Orchard Rd
4
(Hydrant No. 6001) 0.34 0.042 0.021 0.049 0.053 0.041
S .  ———— —
5 2 Lincoln Lane
(Hydrant No. 3883) 0.78 0.030 0.015 0.030 0.047 0.031
———  — ——— —
s Booster Station 4195 Purchase St
(Lab Sink) 1.12 0.020 0.008 0.014 0.016 0.015
7 Staples Boston Post Rd
(Bathroom Sink) 0.60 0.030 0.011 0.024 0.030 0.024
8 66 Bellevue Ave
(Hydrant No. 3179) 0.63 0.041 0.015 0.035 0.042 0.033
Lab Performing Analysis: Westchester County Dept of Labs
Rolling Average MCL: 0.08 mg/L
Samples Approved 6/3/2026




Westchester Joint Water Works
Name of Public Water Supply

Bureau of Environmental Quality

Public Water Supply Stage Il Haloacetic Acids (HAAS5) Sampling Report

2026
2nd Quarter Period

Date of Sampling: 4/23/2026
Time of Sampling: 0710 Through 1025

Haloacetic Acids (HAAS) Disinfecti pling L Disinfection Station Sampling Locations Disinfection Station Sampling L ti Disinfection Station Sampling Locations
1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16
Dibromoacetic Acid (ug/L) 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 Vi BRI TGN R0 T TN T i
IDichIoroacetic Acid (ug/L) 21,20 17.20 17.40 18.90 16.10 14.70 17.40 20.50 /il NI N T TN T T i
|Monochloroacetic Acid (ug/L) 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 Yt BHIIE - IR B T I I i
ITrichIoroacetic Acid (ug/L) 48.90 36.60 36.40 44.30 34.20 26.80 27.80 48.50 Y/ I dninn i i i i i
|Monobromoacetic Acid (ug/L) 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 [l iy I i e I R T
T L
W e T e L
NN T e i i i i - g
Total Haloacetic Acids (ug/L) 70.100 53.800 53.800 63.200 50.300 41.500 45.200 69.000
Total Haloacetic Acids (mg/L) 0.070 0.054 0.054 0.063 0.050 0.042 0.045 0.069

Sampling Address of Sampling Location / 2nd Quarter 2026 1st Quarter 2026 4th Quarter 2025) _ 3rd Quarter 2025| Current Four Quarter Rolling Average
Location # {Sample Collection Point) CI2 Residual {mq/L) HAAS (mg/L, HAAS (mq/L, HAAS (mg/L, HAAS (mg/L HAAS (mg/L,
1 250 Westchester Ave
(Hydrant P-14) 0.46 0.070 0.043 0.028 0.031 0.043
. S S —
2 12 Beverly Rd
(Hydrant No. 3577) 0.98 0.054 0.030 0.032 0.033 0.037
3 Hyatt House 101 Corporate Park Drive
(Kitchen Sink) 0.68 0.054 0.027 0.032 0.004 0.029
< S —
4 1490 Old Orchard Rd
(Hydrant No. 6001) 0.34 0.063 0.033 0.027 0.029 0.038
A S  — —
5 2 Lincoln Lane
(Hydrant No. 3883) 0.78 0.050 0.028 0.036 0.043 0.039
6 Booster Station 4195 Purchase St
(Lab Sink) 1.12 0.042 0.020 0.022 0.004 0.022
S  —— SN, e
7 Staples Boston Post Rd
(Bathroom Sink) 0.60 0.0 0.011 0.027 0.033 0.029
A M. —————  — ——
8 66 Bellevue Ave
(Hydrant No. 3179) 0.63 0.069 0.029 0.042 0.028 0.042
- S S ——— —

Lab Performing Analysis: Westchester County Dept of Labs

Samples Approved 6/3/2026

Rolling Average MCL: 0.06 mg/L




Sample No.BC 06681

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location: HYD#P-14

250 WESTCHESTER AVE
W. HARRISON, NY

Collection Point: HYDRANT
ID of Source : NYC

Agency : Westchester Joint Water Works

1625 Mamaroneck Avenue
Mamaroneck, NY 10543
Attn: Frank Arcara

addt'l Report To :

Received By : JRAO
Bottle No : T888 K1977 1978 1979 FB0133

Collected By : GIRILLO
Collection Date : 04/23/2026 AT 09:20:00
Submitted On : 04/23/2026 AT 11:09:00
PWS No. : 5903435

Type Descriptor : 022 Source ID : 000
pH: 7.50
Free Ci2: 0.46 Residual CI2 :

Sample chilled on arrival ?: YES
Sample Type : POT_DW

Comment :TEMP: 11.0

2ND QUARTER
Method Test Description Results Qualifier Units DL/LOQ Analyzed on Validator
Organics
Volatile Organic Compounds
EPA 524.2 *THM-Bromodichloromethane 4.82 ug/L 0.50 05/07/2026 LIYA
EPA 524.2 *THM-Bromoform <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 *THM-Chloroform 47.2 ug/L 0.50 05/07/2026 LIYA
EPA524.2 *THM-Dibromochloromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 1,1,1- Trichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,1,2-Tetrachloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,2,2-Tetrachloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,2-Trichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1-Dichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524 .2 1,1-Dichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1-Dichloropropene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,3-Trichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,3-Trichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,4-Trichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,4-Trimethylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2-Dichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2-Dichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2-Dichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,3,5-Trimethylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524 .2 1,3-Dichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
DL = Detection Limit LOQ = Limit of Quantitation E=value is an estimate H = exceeds holding time
Approved By Robert Hilbrandt Jr. Chief of Env. Lab Services Date Approved : 06/03/2026
Environmental Laboratories Report Number: 7178 EMAIL 6/3/2026
NYS ELAP # 10108 This report shall not be reproduced, except in full, without the written consent of the Page 1 0of 3

(914) 231-1620

Westchester County Department of Labs and Research.




Sample No. BC06681

Method Test Description Results Units DL/LOQ Analyzed on Validator
EPA 524.2 1,3-Dichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,4-Dichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 2,2-Dichloropropane <L0Q ug/L 0.50 05/07/2026 LIYA
EPA524.2 2-Chlorotoluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 4-Chlorotoluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Benzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Bromobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Bromochloromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Bromomethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Carbon tetrachloride <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Chlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Chloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Chloromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 cis-1,2-Dichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 cis-1,3-Dichloropropene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Dibromomethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Dichlorodifluoromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Ethylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Hexachlorobutadiene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Isopropylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524 .2 MEK(not certified by NYSDOH) <LOQ ug/L 2.00 05/07/2026 LIYA
EPA 524.2 Methyl tert-butyl ether <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524 .2 Methylene Chloride <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 MIBK(not certified by NYSDOH) <L0Q ug/L 2.00 05/07/2026 LIYA
EPA 524.2 Naphthalene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 N-Butylbenzene <LOoQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 n-Propylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 o-Xylene <LOoQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 p & m-Xylene <LOoQ ug/L 1.00 05/07/2026 LIYA
EPA 524.2 p-Isopropyitoluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 sec-Butylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 Styrene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 tert-Butylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Tetrachloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 Toluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 trans-1,2-Dichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 trans-1,3-Dichloropropene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Trichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Trichlorofluoromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 Vinyl chloride <LOQ ug/L 0.50 05/07/2026 LIYA

Haloacetic Acids
DL = Detection Limit LOQ = Limit of Quantitation E=value is an estimate H = exceeds holding time
Approved By Robert Hilbrandt Jr. Chief of Env. Lab Services Date Approved : 06/03/2026

Environmental Laboratories

NYS ELAP # 10108
(914) 231-1620

Report Number: 7178

EMAIL 6/3/2026

This report shall not be reproduced, except in full, without the written consent of the
Westchester County Department of Labs and Research.

Page 2 of 3




Sample No. BC06681

Method Test Description Results Qualifier Units DL/LOQ Analyzed on Validator
EPA 552.2, Rev Bromochloroacetic Acid 1.16 ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Rev Dibromoacetic Acid <LOoQ ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Rey Dichloroacetic Acid 212 ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Rev Monobromoacetic Acid <LOQ ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Re\ Monochloroacetic Acid <LOQ ug/L 2.00 05/06/2026 LIYA
EPA 552.2, Rey Trichloroacetic Acid 48.9 ug/L 1.00 05/06/2026 LIYA

NOTE: Haloacetic Acid results collectively exceed MCL for HAA5 Category of Disinfection Byproducts as set by NYSDOH (>60 pg/L).

RWHJr

DL = Detection Limit

LOQ = Limit of Quantitation

E=value is an estimate

H = exceeds holding time

Approved By  Robert Hilbrandt Jr.

Chief of Env. Lab Services

Date Approved :

06/03/2026

Environmental Laboratories

NYS ELAP # 10108

(914) 2311620

Report Number: 7178

EMAIL 6/3/2026

This report shall not be reproduced, except in full, without the written consent of the
Westchester County Department of Labs and Research.

Page 3 of 3




Sample No.BC06677

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location: HYD #3577
12 BEVERLY RD
HARRISON, NY
Collection Point: HYDRANT
ID of Source : NYC
Agency : Westchester Joint Water Works

1625 Mamaroneck Avenue
Mamaroneck, NY 10543
Attn: Frank Arcara

addt'l Report To :

Received By :
Bottle No :

Collected By :
Collection Date :
Submitted On :
PWS No. :
Type Descriptor :
pH:

Free ClI2 :

JRAO
T68 K2975 2976 2977 FB0133

GIRILLO
04/23/2026 AT 07:25:00
04/23/2026 AT 11:09:00

5903435

022 Source ID : 000
7.50

0.98 Residual CI2 :

Sample chilled on arrival ?: YES
Sample Type : POT_DW

Comment :TEMP: 10.2

2ND QUARTER
Method Test Description Results Qualifier Units DL/LOQ Analyzed on Validator
Organics
Volatile Organic Compounds
EPA 524.2 *THM-Bromodichloromethane 2.83 ug/L 0.50 05/07/2026 LIYA
EPA 524.2 *THM-Bromoform <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 *THM-Chloroform 24.3 ug/L 0.50 05/07/2026 LIYA
EPA 524.2 *THM-Dibromochloromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,1- Trichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,1,2-Tetrachloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,2,2-Tetrachloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,2-Trichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 1,1-Dichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1-Dichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524 .2 1,1-Dichloropropene <L0Q ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,3-Trichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 1,2,3-Trichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 1,2,4-Trichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,4-Trimethylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2-Dichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 1,2-Dichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 1,2-Dichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,3,5-Trimethylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,3-Dichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
DL = Detection Limit LOQ = Limit of Quantitation E=value is an estimate H = exceeds holding time
Approved By  Robert Hilbrandt Jr. Chief of Env. Lab Services Date Approved : 06/03/2026
Environmental Laboratories Report Number: 7178 EMAIL 6/3/2026
NYS ELAP # 10108 This report shall not be reproduced, except in full, without the written consent of the Page 10f3

(914) 2311620

Westchester County Department of Labs and Research.




Sample No. BC06677

Method Test Description Results Units DL/LOQ Analyzed on Validator
EPA 524 .2 1,3-Dichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,4-Dichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524 .2 2,2-Dichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 2-Chlorotoluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 4-Chlorotoluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Benzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Bromobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524 .2 Bromochloromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 Bromomethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Carbon tetrachloride <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Chlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 Chloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Chloromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 cis-1,2-Dichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 cis-1,3-Dichloropropene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Dibromomethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Dichlorodifluoromethane <LOQ ug/t 0.50 05/07/2026 LIYA
EPA 524.2 Ethylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Hexachlorobutadiene <LoQ ug/L 0.50  05/07/2026 LIYA
EPA 524.2 Isopropylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 MEK(not certified by NYSDOH) <LOQ ug/L 2.00 05/07/2026 LIYA
EPA524.2 Methyl tert-butyl ether <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Methylene Chioride <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 MIBK(not certified by NYSDOH) <L0Q ug/L 2.00 05/07/2026 LIYA
EPA 524.2 Naphthalene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 N-Butylbenzene <LOoQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 n-Propylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 o-Xylene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 p & m-Xylene <LOQ ug/L 1.00 05/07/2026 LIYA
EPA524.2 p-Isopropyltoluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 sec-Butylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Styrene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 tert-Butylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Tetrachloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Toluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 trans-1,2-Dichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 trans-1,3-Dichloropropene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 Trichloroethene <L0Q ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Trichlorofluoromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Vinyl chloride <LoQ ug/L 0.50 05/07/2026 LIYA

Haloacetic Acids

DL = Detection Limit

LOQ = Limit of Quantitation

E=value is an estimate

H = exceeds holding time

Approved By  Robert Hilbrandt Jr.

Chief of Env. Lab Services

Date Approved : 06/03/2026

Environmental Laboratories

NYS ELAP # 10108
(914) 231-1620

Report Number: 7178

EMAIL 6/3/2026

This report shall not be reproduced, except in full, without the written consent of the
Westchester County Department of Labs and Research.

Page 2 of 3




Sample No. BC06677

Method Test Description Results Qualifier Units DL/LOQ Analyzed on Validator
EPA 552.2, Rey Bromochloroacetic Acid 1.04 ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Re\ Dibromoacetic Acid <LOQ ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Re\ Dichloroacetic Acid 17.2 ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Ren Monobromoacetic Acid <LOQ ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Rey Monochloroacetic Acid <LOQ ug/L 2.00 05/06/2026 LIYA
EPA 552.2, Re\ Trichloroacetic Acid 36.6 ug/L 1.00 05/06/2026 LIYA

NOTE: Haloacetic Acids (HAAS5) results collectively total 57.8 ug/L. The MCL for the HAA 5 Category of Disinfection Byproducts as set by
NYSDOH is 60 pg/L. RWHJr

DL = Detection Limit LOAQ = Limit of Quantitation E=value is an estimate H = exceeds holding time
Approved By  Robert Hilbrandt Jr. Chief of Env. Lab Services Date Approved : 06/03/2026
Environmental Laboratories Report Number: 7178 EMAIL 6/3/2026

NYS ELAP # 10108 This report shall not be reproduced, except in full, without the written consent of the Page 3 of 3

(914) 231-1620 Westchester County Department of Labs and Research.




Sample No.BC06680

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point:

ID of Source :

HYATT HOUSE
101 CORP PARK DR
HARRISON, NY

SAMPLE STATION
NYC

Agency : Westchester Joint Water Works

1625 Mamaroneck Avenue
Mamaroneck, NY 10543
Attn: Frank Arcara

addt’l Report To :

Received By :
Bottle No :

Collected By :
Collection Date :
Submitted On :
PWS No. :
Type Descriptor :
pH:

Free Cl2 :

JRAO
T14 K2960 2961 2962 FB0133

GIRILLO
04/23/2026 AT 08:50:00
04/23/2026 AT 11:09:00

5903435

022 Source ID: 000
7.50

0.68 Residual Ci2 :

Sample chilled on arrival ? : YES
Sample Type : POT_DW

Comment :TEMP: 10.7

2ND QUARTER
Method Test Description Results Qualifier Units DL/LOQ Analyzed on Validator
Organics
Volatile Organic Compounds
EPA 524.2 *THM-Bromodichloromethane 3.26 ug/L 0.50 05/07/2026 LIYA
EPA 524.2 *THM-Bromoform <L0Q ug/L 0.50 05/07/2026 LIYA
EPA 524.2 *THM-Chioroform 28.1 ug/L 0.50 05/07/2026 LIYA
EPA 524.2 *THM-Dibromochloromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,1- Trichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,1,2-Tetrachloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,2,2-Tetrachloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,2-Trichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1-Dichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1-Dichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1-Dichloropropene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,3-Trichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,3-Trichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,4-Trichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,4-Trimethylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2-Dichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2-Dichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2-Dichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,3,5-Trimethylbenzene <L0Q ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,3-Dichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
DL = Detection Limit LOQ = Limit of Quantitation E=value is an estimate H = exceeds holding time
Approved By Robert Hilbrandt Jr. Chief of Env. Lab Services Date Approved : 06/03/2026
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NYS ELAP # 10108
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Sample No. BC06680

Method Test Description Results Units DL/LOQ Analyzed on Validator
EPA 524.2 1,3-Dichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,4-Dichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 2,2-Dichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 2-Chlorotoluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 4-Chlorotoluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Benzene <L0Q ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Bromobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Bromochloromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 Bromomethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Carbon tetrachloride <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Chlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Chloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524 .2 Chloromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 cis-1,2-Dichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 cis-1,3-Dichloropropene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 Dibromomethane <L0Q ug/L 0.50 05/07/2026 LIYA
EPA524.2 Dichlorodifluoromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Ethylbenzene <LOoQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Hexachlorobutadiene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Isopropylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524 .2 MEK(not certified by NYSDOH) <LOQ ug/L 2.00 05/07/2026 LIYA
EPA 524.2 Methyl tert-butyl ether <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Methylene Chloride <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 MIBK(not certified by NYSDOH) <LOQ ug/L 2.00 05/07/2026 LIYA
EPA 524.2 Naphthalene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 N-Butylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 n-Propylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 o-Xylene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 p & m-Xylene <LOQ ug/L 1.00 05/07/2026 LIYA
EPA 524.2 p-Isopropyltoluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 sec-Butylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 Styrene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 tert-Butylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Tetrachloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Toluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 trans-1,2-Dichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 trans-1,3-Dichloropropene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Trichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Trichlorofluoromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Vinyl chloride <LOQ ug/L 0.50 05/07/2026 LIYA

Haloacetic Acids

DL = Detection Limit

LOQ = Limit of Quantitation

E=value is an estimate

H = exceeds holding time

Approved By Robert Hilbrandt Jr.

Chief of Env. Lab Services

Date Approved : 06/03/2026

Environmental Laboratories

NYS ELAP # 10108
(914) 231-1620

Report Number: 7178

EMAIL 6/3/2026

This report shall not be reproduced, except in full, without the written consent of the
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Sample No. BC06680

Method Test Description Results Qualifier Units DL/LOQ Analyzed on Validator
EPA 552.2, Rex Bromochloroacetic Acid 1.00 ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Rex Dibromoacetic Acid <LOoQ ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Rev Dichloroacetic Acid 17.4 ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Rer Monobromoacetic Acid <LOQ ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Rer Monochloroacetic Acid <LOQ ug/L 2.00 05/06/2026 LIYA
EPA 552.2, Re\ Trichloroacetic Acid 36.4 ug/L 1.00 05/06/2026 LIYA

NOTE: Haloacetic Acids (HAAS5) results collectively total 57.8 ug/L. The MCL for the HAA 5 Category of Disinfection Byproducts as set by
NYSDOH is 60 pg/L. RWHJr

DL = Detection Limit LOQ = Limit of Quantitation E=value is an estimate H = exceeds holding time
Approved By Robert Hilbrandt Jr. Chief of Env. Lab Services Date Approved : 06/03/2026
Environmental Laboratories Report Number: 7178 EMAIL 6/3/2026
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Sample No.BC06678

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point:

ID of Source :

HYD #6001
1490 OLD ORCHARD ST
W. HARRISON, NY

HYDRANT
NYC

Agency : Westchester Joint Water Works

1625 Mamaroneck Avenue
Mamaroneck, NY 10543
Attn: Frank Arcara

addt'l Report To :

Received By :
Bottle No :

Collected By :
Collection Date :
Submitted On :
PWS No. :
Type Descriptor :
pH:

Free Cl2:

JRAO
T6920 K2900 20901 20902 FB0133

GIRILLO
04/23/2026 AT 07:10:00
04/23/2026 AT 11:09:00

5903435

022 Source ID: 000
7.30

0.34 Residual CI2 :

Sample chilled on arrival ? : YES
Sample Type : POT_DW

Comment :TEMP: 10.3

2ND QUARTER
Method Test Description Results Qualifier Units DL/LOQ Analyzed on Validator
Organics
Volatile Organic Compounds
EPA 524.2 *THM-Bromodichloromethane 414 ug/L 0.50 05/07/2026 LIYA
EPA 524.2 *THM-Bromoform <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 *THM-Chloroform 37.9 ug/L 0.50 05/07/2026 LIYA
EPA524.2 *THM-Dibromochloromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,1- Trichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,1,2-Tetrachloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,2,2-Tetrachloroethane <L0Q ug/L 0.50 05/07/2026 LIYA
EPA 524 .2 1,1,2-Trichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1-Dichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1-Dichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1-Dichloropropene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,3-Trichlorobenzene <L0Q ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,3-Trichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,4-Trichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 1,2,4-Trimethylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2-Dichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 1,2-Dichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 1,2-Dichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,3,5-Trimethylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 1,3-Dichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
DL = Detection Limit LOQ = Limit of Quantitation E=value is an estimate H = exceeds holding time
Approved By  Robert Hilbrandt Jr. Chief of Env. Lab Services Date Approved : 06/03/2026
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NYS ELAP # 10108
(914) 231-1620

Report Number:
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Sample No. BC06678

Method Test Description Results Units DL/LOQ Analyzed on Validator
EPA 524.2 1,3-Dichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,4-Dichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 2,2-Dichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 2-Chlorotoluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 4-Chlorotoluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524 .2 Benzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Bromobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524 .2 Bromochloromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Bromomethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524 .2 Carbon tetrachloride <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 Chlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Chloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Chloromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 cis-1,2-Dichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 cis-1,3-Dichloropropene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 Dibromomethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Dichlorodifluoromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Ethylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Hexachlorobutadiene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Isopropylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 MEK(not certified by NYSDOH) <LOQ ug/L 2.00 05/07/2026 LIYA
EPA 524.2 Methy! tert-butyl ether <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Methylene Chloride <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 MIBK(not certified by NYSDOH) <LOQ ug/L 2.00 05/07/2026 LIYA
EPA 524.2 Naphthalene <L0Q ug/L 0.50 05/07/2026 LIYA
EPA 524 .2 N-Butylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 n-Propylbenzene <LO0Q ug/L 0.50 05/07/2026 LIYA
EPA 524.2 o-Xylene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524 .2 p & m-Xylene <LOQ ug/L 1.00 05/07/2026 LIYA
EPA 524.2 p-Isopropyltoluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 sec-Butylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Styrene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 tert-Butylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Tetrachloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 Toluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 trans-1,2-Dichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524 .2 trans-1,3-Dichloropropene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524 .2 Trichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Trichlorofluoromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524 .2 Vinyl chloride <LOQ ug/L 0.50 05/07/2026 LIYA

Haloacetic Acids

DL = Detection Limit

LOQ = Limit of Quantitation

E=value is an estimate

H = exceeds holding time

Approved By Robert Hilbrandt Jr.

Chief of Env. Lab Services

Date Approved : 06/03/2026

Environmental Laboratories

NYS ELAP # 10108
(914) 231-1620

Report Number: 7178

EMAIL 6/3/2026

This report shall not be reproduced, except in full, without the written consent of the
Westchester County Department of Labs and Research.
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Sample No. BC06678

Method Test Description Results Qualifier Units DL/LOQ Analyzed on Validator
EPA 552.2, Rev Bromochloroacetic Acid 1.13 ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Rev Dibromoacetic Acid <L0Q ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Re\ Dichloroacetic Acid 18.9 ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Rev Monobromoacetic Acid <LoQ ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Rev Monochloroacetic Acid <LOQ ug/L 2.00 05/06/2026 LIYA
EPA 552.2, Rex Trichloroacetic Acid 443 ug/L 1.00 05/06/2026 LIYA

NOTE: Haloacetic Acid results collectively exceed MCL for HAA5 Category of Disinfection Byproducts as set by NYSDOH (>60 pg/L).

RWHJr

DL = Detection Limit

LOQ = Limit of Quantitation

E=value is an estimate

H = exceeds holding time

Approved By Robert Hilbrandt Jr.

Chief of Env. Lab Services

Date Approved :

06/03/2026

Environmental Laboratories

NYS ELAP # 10108

(914) 231-1620

Report Number: 7178

EMAIL 6/3/2026

This report shall not be reproduced, except in full, without the written consent of the

Westchester County Department of Labs and Research.
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Sample No.BC06676

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location: HYD #3883

2 LINCOLN AVE
HARRISON, NY

Collection Point : HYDRANT
ID of Source : NYC

Agency : Westchester Joint Water Works

1625 Mamaroneck Avenue
Mamaroneck, NY 10543
Attn: Frank Arcara

addt’l Report To :

Received By : JRAO
Bottle No : T0004 K2990 2991 2992 FB0133

Collected By : GIRILLO
Collection Date : 04/23/2026 AT 08:25:00
Submitted On : 04/23/2026 AT 11:09:00
PWS No. : 5903435

Type Descriptor : 022 Source ID : 000
pH: 7.40
FreeCl2: 0.78 Residual Cl2:

Sampile chilled on arrival ? : YES
Sample Type : POT_DW

Comment :TEMP: 10.1

2ND QUARTER
Method Test Description Results Qualifier Units DL/LOQ Analyzed on Validator
Organics
Volatile Organic Compounds
EPA 524.2 *THM-Bromodichloromethane 3.17 ug/L 0.50 05/07/2026 LIYA
EPA 524.2 *THM-Bromoform <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 *THM-Chloroform 27.3 ug/L 0.50 05/07/2026 LIYA
EPA 524.2 *THM-Dibromochloromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,1- Trichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,1,2-Tetrachloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,2,2-Tetrachloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,2-Trichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1-Dichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1-Dichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1-Dichloropropene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,3-Trichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,3-Trichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,4-Trichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,4-Trimethylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2-Dichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2-Dichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2-Dichloropropane <LO0Q ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,3,5-Trimethylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 1,3-Dichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
DL = Detection Limit LOQ = Limit of Quantitation E=value is an estimate H = exceeds holding time
Approved By  Robert Hilbrandt Jr. Chief of Env. Lab Services Date Approved : 06/03/2026
Environmental Laboratories Report Number: 7178 EMAIL 6/3/2026
NYS ELAP # 10108 This report shall not be reproduced, except in full, without the written consent of the Page 10f3
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Sample No. BC06676

Method Test Description Results Units DL/LOQ Analyzed on Validator
EPA524.2 1,3-Dichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,4-Dichlorobenzene <L0Q ug/L 0.50 05/07/2026 LIYA
EPA 524.2 2,2-Dichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 5242 2-Chlorotoluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 4-Chlorotoluene <LOQ ug/L 0.50 05/07/2026 LiYA
EPA 524.2 Benzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Bromobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Bromochloromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Bromomethane <LO0Q ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Carbon tetrachloride <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Chlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Chloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Chloromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 cis-1,2-Dichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 cis-1,3-Dichloropropene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Dibromomethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Dichlorodifluoromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Ethylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Hexachlorobutadiene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Isopropylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 MEK(not certified by NYSDOH) <LOQ ug/L 2.00 05/07/2026 LIYA
EPA 524.2 Methy! tert-butyl ether <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Methylene Chloride <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 MIBK(not certified by NYSDOH) <LOQ ug/L 2.00 05/07/2026 LIYA
EPA 524.2 Naphthalene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 N-Butylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 n-Propyibenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 o-Xylene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 p & m-Xylene <LOQ ug/L 1.00 05/07/2026 LIYA
EPA 524 .2 p-Isopropyltoluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 sec-Butylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524 .2 Styrene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524 .2 tert-Butylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Tetrachloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Toluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 trans-1,2-Dichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 trans-1,3-Dichloropropene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Trichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Trichlorofluoromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Vinyl chloride <LOQ ug/L 0.50 05/07/2026 LIYA

Haloacetic Acids

DL = Detection Limit

LOQ = Limit of Quantitation

E=value is an estimate

H = exceeds holding time

Approved By Robert Hilbrandt Jr.

Chief of Env. Lab Services

Date Approved : 06/03/2026

Environmental Laboratories

NYS ELAP # 10108
(914) 231-1620

Report Number: 7178

EMAIL 6/3/2026

This report shall not be reproduced, except in full, without the written consent of the
Westchester County Department of Labs and Research.
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Sample No. BC06676

Method Test Description Results Qualifier Units DL/LOQ Analyzed on Validator
EPA 552.2, Rer Bromochloroacetic Acid <LOQ ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Rey Dibromoacetic Acid <LOQ ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Re\ Dichloroacetic Acid 16.1 ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Ren Monobromoacetic Acid <LOQ ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Rev Monochloroacetic Acid <LOQ ug/L 2.00 05/06/2026 LIYA
EPA 552.2, Re\ Trichloroacetic Acid 34.2 ug/L 1.00 05/06/2026 LIYA

NOTE: Haloacetic Acids (HAAS) results collectively total 54.3 pg/L. The MCL for the HAA 5 Category of Disinfection Byproducts as set by

NYSDOH is 60 ug/l. RWHJr

DL = Detection Limit LOQ = Limit of Quantitation

E=value is an estimate

H = exceeds holding time

Approved By Robert Hilbrandt Jr.

Chief of Env. Lab Services

Date Approved :

06/03/2026

Environmental Laboratories
NYS ELAP # 10108
(914) 231-1620

Report Number: 7178

EMAIL 6/3/2026

This report shall not be reproduced, except in full, without the written consent of the

Westchester County Department of Labs and Research.
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Sample No.BC06684

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location: PURCHASE BOOSTER
4195 PURCHASE ST
HARRISON, NY
Collection Point: ENTRY POINT
ID of Source : NYC
Agency : Westchester Joint Water Works

1625 Mamaroneck Avenue
Mamaroneck, NY 10543
Attn: Frank Arcara

addt’l Report To :

Received By :
Bottle No :

Col

lected By :
Collection Date :
Submitted On :
PWS No. :
Type Descriptor :
pH:

Free ClI2 :

JRAO
T6912 K2927 2928 2929 FB0133

GIRILLO
04/23/2026 AT 08:38:00
04/23/2026 AT 11:09:00
5903435

022
7.42

1.12

Source ID : 000

Residual Cl2 :

Sample chilled on arrival 7: YES
Sample Type : POT_DW

Comment :TEMP: 10.8

2ND QUARTER
Method Test Description Results Qualifier Units DL/LOQ Analyzed on Validator
Organics
Volatile Organic Compounds
EPA 524.2 *THM-Bromodichloromethane 2.36 ug/L 0.50 05/07/2026 LIYA
EPA 524.2 *THM-Bromoform <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 *THM-Chloroform 17.7 ug/L 0.50 05/07/2026 LIYA
EPA 524.2 *THM-Dibromochloromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 1,1,1- Trichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,1,2-Tetrachloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,2,2-Tetrachloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,2-Trichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1-Dichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1-Dichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1-Dichloropropene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,3-Trichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,3-Trichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,4-Trichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,4-Trimethylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2-Dichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2-Dichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2-Dichloropropane <LO0Q ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,3,5-Trimethylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,3-Dichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
DL = Detection Limit LOQ = Limit of Quantitation E=value is an estimate H = exceeds holding time
Approved By Robert Hilbrandt Jr. Chief of Env. Lab Services Date Approved : 06/03/2026
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Sample No. BC06684

Method Test Description Results Qualifier Units DL/LOQ Analyzed on Validator
EPA 524.2 1,3-Dichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 1,4-Dichiorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 2,2-Dichloropropane <LOQ CL ug/L 0.50 05/07/2026 LIYA
EPA 524.2 2-Chlorotoluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 4-Chlorotoluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Benzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Bromobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Bromochloromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 Bromomethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Carbon tetrachloride <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Chlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Chloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Chloromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 cis-1,2-Dichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 cis-1,3-Dichloropropene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Dibromomethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Dichlorodifluoromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Ethylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Hexachlorobutadiene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Isopropylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 MEK(not certified by NYSDOH) <LOQ ug/L 2.00 05/07/2026 LIYA
EPA 524.2 Methyil tert-butyl ether <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Methylene Chloride <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 MIBK(not certified by NYSDOH) <LOQ ug/L 2.00 05/07/2026 LIYA
EPA 524.2 Naphthalene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 N-Butylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 n-Propylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524 .2 o-Xylene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 p & m-Xylene <LOoQ ug/L 1.00 05/07/2026 LIYA
EPA 524.2 p-Isopropyltoluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 sec-Butylbenzene <LO0Q ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Styrene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 tert-Butylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Tetrachloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Toluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 trans-1,2-Dichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 trans-1,3-Dichloropropene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Trichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Trichlorofluoromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Vinyl chloride <LOQ ug/L 0.50 05/07/2026 LIYA

DL = Detection Limit LOQ = Limit of Quantitation E=value is an estimate H = exceeds holding time
Approved By  Robert Hilbrandt Jr. Chief of Env. Lab Services Date Approved : 06/03/2026
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Sample No. BC06684

Method Test Description Results Qualifier Units DL/LOQ Analyzed on Validator

"CL" qualifier - this compound recovered below the acceptable QC criteria in the closing calibration check. Established low bias on <LOQ

results renders the analytical data suspect. Results can not be used for regulatory compliance reporting.

LY/DN 6/1/26

Haloacetic Acids

EPA 552.2, Rex Bromochloroacetic Acid <LOQ ug/L 1.00 05/06/2026 LIYA

EPA 552.2, Re\ Dibromoacetic Acid <LOQ ug/L 1.00 05/06/2026 LIYA

EPA 552.2, Re\ Dichloroacetic Acid 14.7 ug/L 1.00 05/06/2026 LIYA

EPA 552.2, Rey Monobromoacetic Acid <LOQ ug/L 1.00 05/06/2026 LIYA

EPA 552.2, Rev Monochloroacetic Acid <LOQ ug/L 2.00 05/06/2026 LIYA

EPA 552.2, Re\ Trichloroacetic Acid 26.8 ug/L 1.00 05/06/2026 LIYA
DL = Detection Limit LOQ = Limit of Quantitation E=value is an estimate H = exceeds holding time
Approved By Robert Hilbrandt Jr. Chief of Env. Lab Services Date Approved : 06/03/2026
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Sample No.BC06683

REPORT OF ANALYSIS

Westchester County Department of Labs and Research

10 Dana Road Valhalla, New York 10595

Sample Location: STAPLES
2444 BOSTON ST
LARCHMONT, NY

Collection Point : SAMPLE STATION
ID of Source : NYC

Agency : Westchester Joint Water Works
1625 Mamaroneck Avenue
Mamaroneck, NY 10543
Attn: Frank Arcara

addt’l Report To :

Received By : JRAO
Bottle No : T960 K1971 1972 1973 FB0133

Collected By : GIRILLO
Collection Date : 04/23/2026 AT 10:25:00
Submitted On : 04/23/2026 AT 11:09:00
PWS No. : 5903435

Type Descriptor : 022 Source ID : 000
pH: 7.40
Free CI2: 0.60 Residual CI2 :

Sample chilled on arrival ?: YES
Sample Type : POT_DW

Comment :TEMP: 11.5

2ND QUARTER
Method Test Description Results Qualifier Units DL/LOQ Analyzed on Validator
Organics
Volatile Organic Compounds
EPA524.2 *THM-Bromodichloromethane 3.32 ug/L 0.50 05/07/2026 LIYA
EPA 524.2 *THM-Bromoform <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 *THM-Chloroform 26.5 ug/L 0.50 05/07/2026 LIYA
EPA 524.2 *THM-Dibromochloromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,1- Trichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,1,2-Tetrachloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,2,2-Tetrachloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 1,1,2-Trichloroethane <L0Q ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1-Dichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1-Dichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1-Dichloropropene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 1,2,3-Trichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,3-Trichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,4-Trichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524 .2 1,2,4-Trimethylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2-Dichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 1,2-Dichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2-Dichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,3,5-Trimethylbenzene <LOoQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,3-Dichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
DL = Detection Limit LOQ = Limit of Quantitation E=value is an estimate H = exceeds holding time
Approved By Robert Hilbrandt Jr. Chief of Env. Lab Services Date Approved : 06/03/2026
Environmental Laboratories Report Number: 7178 EMAIL 6/3/2026
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Sample No. BC06683

Method Test Description Results Qualifier Units DL/LOQ Analyzed on Validator
EPA 524.2 1,3-Dichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,4-Dichlorobenzene <LoQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 2,2-Dichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 2-Chlorotoluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 4-Chlorotoluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Benzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Bromobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Bromochloromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Bromomethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Carbon tetrachloride <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Chlorobenzene <L0Q ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Chloroethane <LO0Q ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Chloromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 cis-1,2-Dichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 cis-1,3-Dichloropropene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Dibromomethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Dichlorodifluoromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 Ethylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Hexachlorobutadiene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Isopropylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 MEK(not certified by NYSDOH) <LOQ ug/L 2.00 05/07/2026 LIYA
EPA 524.2 Methy! tert-butyl ether <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Methylene Chloride <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 MIBK(not certified by NYSDOH) <LOQ ug/L 2.00 05/07/2026 LIYA
EPA 524.2 Naphthalene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 N-Butylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 n-Propylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 o-Xylene <LoQ ug/L 050  05/07/2026 LIYA
EPA 524.2 p & m-Xylene <LOQ ug/L 1.00 05/07/2026 LIYA
EPA 524.2 p-Isopropyltoluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 sec-Butylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Styrene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 tert-Butylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Tetrachloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Toluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 trans-1,2-Dichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 trans-1,3-Dichloropropene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Trichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Trichlorofluoromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 Vinyl chloride <LOoQ ug/L 0.50  05/07/2026 LIYA

Haloacetic Acids
DL = Detection Limit LOQ = Limit of Quantitation E=value is an estimate H = exceeds holding time
Approved By Robert Hilbrandt Jr. Chief of Env. Lab Services Date Approved : 06/03/2026
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Sample No. BC06683

Method Test Description Results Qualifier Units DL/LLOQ Analyzed on Validator
EPA 552.2, Rev Bromochloroacetic Acid 1.29 ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Re\ Dibromoacetic Acid <LOQ ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Re\ Dichloroacetic Acid 17.4 ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Rev Monobromoacetic Acid <LoQ ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Rex Monochloroacetic Acid <LOQ ug/L 2.00 05/06/2026 LIYA
EPA 552.2, Re\ Trichloroacetic Acid 27.8 ug/L 1.00 05/06/2026 LIYA

DL = Detection Limit LOQ = Limit of Quantitation E=value is an estimate H = exceeds holding time
Approved By Robert Hilbrandt Jr. Chief of Env. Lab Services Date Approved : 06/03/2026

Environmental Laboratories

NYS ELAP # 10108

(914) 231-1620

Report Number: 7178

EMAIL 6/3/2026

This report shall not be reproduced, except in full, without the written consent of the
Westchester County Department of Labs and Research.
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Sample No.BC06682

Westchester County Department of Labs and Research

REPORT OF ANALYSIS

10 Dana Road Valhalla, New York 10595

Sample Location :

Collection Point:

ID of Source :

HYD #3179
66 BELLEVUE AVE
HARRISON, NY

HYDRANT
NYC

Agency : Westchester Joint Water Works

1625 Mamaroneck Avenue
Mamaroneck, NY 10543
Attn: Frank Arcara

addt'l Report To :

Received By :
Bottle No :

Col

lected By :
Collection Date :

Submitted On :
PWS No. :

Type Descriptor :
pH:
Free Cl2:

JRAO
T199 K2978 2979 2980 FB0133

GIRILLO
04/23/2026 AT 10:00:00
04/23/2026 AT 11:09:00

5903435

022 Source ID : 000
7.40

0.63 Residual Cl2 :

Sample chilled on arrival ?: YES

Sample Type :

POT_DW

Comment :TEMP: 11.2

2ND QUARTER
Method Test Description Results Qualifier Units DL/LOQ Analyzed on Validator
Organics
Volatile Organic Compounds
EPA 524.2 *THM-Bromodichloromethane 4.12 ug/L 0.50 05/07/2026 LIYA
EPA 524.2 *THM-Bromoform <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 *THM-Chloroform 36.7 ug/L 0.50 05/07/2026 LIYA
EPA 524.2 *THM-Dibromochloromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,1- Trichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,1,2-Tetrachloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,2,2-Tetrachloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1,2-Trichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1-Dichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1-Dichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,1-Dichloropropene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,3-Trichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,3-Trichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,4-Trichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2,4-Trimethylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2-Dichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,2-Dichloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524 .2 1,2-Dichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,3,5-Trimethylbenzene <LOoQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 1,3-Dichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
DL = Detection Limit LOQ = Limit of Quantitation E=value is an estimate H = exceeds holding time
Approved By  Robert Hilbrandt Jr. Chief of Env. Lab Services Date Approved : 06/03/2026
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Sample No. BC06682

Method Test Description Results Qualifier Units DL/LOQ Analyzed on Validator
EPA 524 .2 1,3-Dichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 1,4-Dichlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 2,2-Dichloropropane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 2-Chlorotoluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 4-Chlorotoluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Benzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 Bromobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Bromochloromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Bromomethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Carbon tetrachloride <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Chlorobenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Chloroethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Chloromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 cis-1,2-Dichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 cis-1,3-Dichloropropene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Dibromomethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Dichlorodifluoromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Ethylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 Hexachlorobutadiene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Isopropylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 MEK(not certified by NYSDOH) <LOQ ug/L 2.00 05/07/2026 LIYA
EPA 524.2 Methyl tert-butyl ether <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 Methylene Chloride <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 MIBK(not certified by NYSDOH) <LOQ ug/L 2.00 05/07/2026 LIYA
EPA 524.2 Naphthalene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 N-Butylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 n-Propylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 o-Xylene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 p & m-Xylene <LOQ ug/L 1.00 05/07/2026 LIYA
EPA 524.2 p-Isopropyitoluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 sec-Butylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Styrene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524 .2 tert-Butylbenzene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Tetrachloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 Toluene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 trans-1,2-Dichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 trans-1,3-Dichloropropene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA524.2 Trichloroethene <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Trichlorofluoromethane <LOQ ug/L 0.50 05/07/2026 LIYA
EPA 524.2 Vinyl chloride <LOQ ug/L 0.50 05/07/2026 LIYA

Haloacetic Acids
DL = Detection Limit LOQ = Limit of Quantitation E=value is an estimate H = exceeds holding time
Approved By Robert Hilbrandt Jr. Chief of Env. Lab Services Date Approved : 06/03/2026
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Sample No. BC06682

Method Test Description Results Qualifier Units DL/LOQ Analyzed on Validator
EPA 552.2, Rev Bromochloroacetic Acid 1.20 ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Re\ Dibromoacetic Acid <LOQ ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Re\ Dichloroacetic Acid 205 ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Ren Monobromoacetic Acid <LOQ ug/L 1.00 05/06/2026 LIYA
EPA 552.2, Ren Monochloroacetic Acid <LOQ ug/L 2.00 05/06/2026 LIYA
EPA 552.2, Re\ Trichloroacetic Acid 48.5 ug/L 1.00 05/06/2026 LIYA

NOTE: Haloacetic Acid results collectively exceed MCL for HAA5S Category of Disinfection Byproducts as set by NYSDOH (>60 pg/L).

RWHJr
DL = Detection Limit LOQ = Limit of Quantitation =value is an estimate H = exceeds holding time
Approved By Robert Hilbrandt Jr. Chief of Env. Lab Services Date Approved : 06/03/2026
Environmental Laboratories Report Number: 7178 EMAIL 6/3/2026
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(914) 231-1620

Westchester County Department of Labs and Research.




